










VENTILATION AIR SCHEDULE 

ROOM NUMBER AREA (SQ. FT.) OCCUPANT NUMBER OF OUTSIDE AIR OUTSIDE AIR OUTSIDE AIR ZONE SUPPLY PRIMARY RETURN EXHAUST Zone Corrected AIR

AND NAME LOAD OCCUPANTS REQUIREMENT REQUIREMENT REQUIRED (CFM) OSA AIR (CFM) OSA AIR (CFM) AIR (CFM) Ventilation OSA SYSTEMS

(#/1000 SQ. FT.) (CFM/P) (CFM/SQ FT.) (CFM) FRACTION Efficiency CFM

Az Pz Rp Ra Vbz Ez Voz Vpz Zp Evz

 1428 SHIPPING/RECEIVEING 250 0 0 0 0.12 30 1.0 30 350 0.09 350 0 0.99 31.15 FC-1A

 1008 CORRIDORS 275 0 0 0 0.06 17 1.0 17 150 0.11 150 0 0.96 17.13 FC-1A

1427 OFFICE 115 5 1 5 0.06 12 1.0 12 350 0.03 350 0 1.04 12.35 FC-1A

1426 OFFICE 115 5 1 5 0.06 12 1.0 12 110 0.11 110 0 0.97 12.35 FC-1A

TOTAL 755 2 70.3 70.3 960 960 0 1.0 73.0

1424 CONFERENCE 515 25 13 5 0.06 96 1.0 96 1395 0.07 1395 0 1.00 95.9 FC-A5

TOTAL 515 13 96 96 1395 1395 0 1.0 95.9

1423 CONFERENCE 515 25 13 5 0.06 96 1.0 96 1395 0.07 1395 0 1.00 95.90 FC-A6

TOTAL 515 13 96 96 1395 1395 0 1.0 95.9

 1425 OFFICE 55 5 1 5 0.06 8 1.0 8 100 0.08 100 0 1.04 8.46 FC-A4

1007/1008 COORRIOR 690 0 0 0 0.06 41 1.0 41 300 0.14 300 0 0.98 42.17 FC-A4

1422 LAB 11 70 5 1 5 0.06 9 1.0 9 100 0.09 100 100 1.03 9.37 FC-A4

1424 SPRINKLER 115 5 0 5 0.06 7 1.0 7 50 0.14 110 0 0.98 7.03 FC-A4

TOTAL 930 2 65.8 65.8 550 610 100 1.0 67.0

1301 OFFICE 100 5 1 5 0.06 11 1.0 11 75 0.15 100 0 0.88 12.44 FC-A2

1302 OFFICE 60 5 1 5 0.06 9 2.0 4 90 0.05 100 0 0.98 4.86 FC-A2

1303 OFFICE 60 5 1 5 0.06 9 3.0 3 90 0.03 100 0 1.00 3.24 FC-A2

1304 OFFICE 125 5 1 5 0.06 13 4.0 3 180 0.02 100 0 1.01 3.53 FC-A2

1305 OFFICE 60 5 1 5 0.06 9 5.0 2 90 0.02 100 0 1.01 1.95 FC-A2

1306 OFFICE 60 5 1 5 0.06 9 6.0 1 90 0.02 100 0 1.01 1.62 FC-A2

1307 OFFICE 60 5 1 5 0.06 9 7.0 1 90 0.01 100 0 1.02 1.39 FC-A2

1308 OFFICE 125 5 1 5 0.06 13 8.0 2 180 0.01 100 0 1.02 1.77 FC-A2

TOTAL 650 8 79 27.2 885 800 0 0.9 30.8

1007  COORRIDOR 441 0 0 0 0.06 26 1.0 26 800 0.03 800 0 1.00 26.46 FC-A3

TOTAL 441 0 26.46 26 800 800 0 1.0 26.5

1300 BREAK ROOM 600 25 15 5 0.06 111 1.0 111 2000 0.06 2000 0 1.00 111.00 FC-A7

TOTAL 600 15 111 111 2000 2000 0 1.0 111.0

LAB13/14 1040 6 0 1* 1040 1.0 2700 3500 2150 1.00 2700 MAU-A1

LAB 13A 115 1 0 1* 115 1.0 0 0 980 1.00 0 MAU-A1

TOTAL 1155 1 1155 2700 3500 0 3130 1.00 2700

* 1 CFM/SQFT EXHAUST REQUIRED

VRV INDOOR UNITS
TAG TYPE INSTALLATION Heat Pump Unit BOD: DAIKIN Airflow Outside Air ESP Rated TOTAL  Cooling Rated Heating AUX HEAT Weight Electrical MCA/MOCP MOTOR Notes

# (CFM) (CFM) ("W.G.) (BTUH) (BTUH) (KW) (LBS) V/PH HP

FC-A1 AHU HORIZONTAL HP-A FXTQ30 960 71 0.50" 30,000 34,000 10 150 208/1 54.9/60 3/4 1

FC-A2 AHU VERTICAL HP-A FXTQ30 885 30 0.50" 30,000 34,000 10 150 208/1 54.9/60 3/4 1

FC-A3 AHU VERTICAL HP-A FXTQ24 800 30 0.50" 24,000 27,000 8 150 208/1 46.5/50 3/4 1

FC-A4 AHU VERTICAL HP-A FXTQ18 550 96 0.50" 18,000 20,000 5 125 208/1 29.9/30 1/2 1

FC-A5 AHU VERTICAL HP-A FXTQ42 1395 66 0.50" 42,000 47,000 10 170 208/1 57/60 3/4 1

FC-A6 AHU VERTICAL HP-A FXTQ42 1395 66 0.50" 42,000 47,000 10 170 208/1 57/60 3/4 1

FC-A7 AHU HORIZONTAL HP-A FXTQ30 1000 0 0.50" 30,000 34,000 10 150 208/1 54.9/60 3/4 1

Notes

1.  CONNECT OSA DUCT TO RA PLENUM
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